COPY

E. W. BACHARACH & CO,
Water Purification Plants

Rialto Building, Kansas City, Missouri

Dr. Fe C. Allen
Direntor of Physical Education
- Varsity Basketball Coach

University of Keansas
Lawrenee, Kansas

Dear Sir:

On May 13th the writer made & final inspection of the swimming
pool filter and recirculating system whieh is located in the gymmasium

Incidentally, we discovered that the pool is of obsolete design
and, of course, it is very difficult to obtain the desired results,
inasmuch as the pool has no scum gutters and, furthermore, & depth of

water of approximately 8' is maintained over the entire area. Modern
pools, as you no doubt know, have & shallow end of approximately 3' to 4' of water

and s lope down to a depth of between 8' and 9' of water. This is to enable
beginners to use the shallow end and, of course, the experienced swimmers ‘l;ho

deep end,

There is nothing theat can be done to improve the pool as the cost would

be prohibitive., However, the final results that are now being obtained under
the present set-up should be appreciated and, no doubt, such results are due

to careful operation,

Now, in regard to rehabilitating the present filter and recirculating
system, we recommend the following:

l. A new recirculating pump and motor should be installed as the
present unit has too small a capacity. In other words, according
to our figures, with your present pump the contents of the pool
are turned over once every 184 hours and by furnishing a larger
pump and motor the contents of the pool would be turned over every
12% hours. However, according to the best practice, the pool
should be turned over once every 8 hours, but this cannot be done,
owing to the size of your present filter itself. It is not advise
abde to furnish a larger filter at this time as it would be ime
practical to do so, because of the space available and elso the

question of removing the present filter and installing & new one,
as there are no openings in the building of sufficient size to do

the work.

2. A hair and lint catecher should be installed in the suction
line to the pump in order to prevent hair and lint and other

foreign matter from passing through the pump and on to the filter.



3, New strainers also filter sand and gravel should be placed in
the filter as the present strainers and sand and gravel are in

very bad shape. In addition, before placing in the new strainers
and sand and gravel, the inside of the filter should be brushed down
by means of a wire brush or other suitable means for removing as
much of the scale as possible. Also, the agitator on the present
filter should be removed, at least that portion inside the filter.

4, A gauge should be installed on the in line to the filter and
also a gauge on the outlet line from the filter, in order to tell
the operater when it is time to wash the filter,

We believe that if the above recommendations are followed, good
results would be obtained and the equipment would operate at high efficienoy.

In the event we would be successful in securing the order for doing
the above mentioned work, we would, for the lump sum price of Eight Hundred
and Forty Seven Dollars (§$847.,00), furnish and install all of the equipment
and put the filter and recirculating system in first class operating condition.

Should you desire to go ahead with the work at this time, we could
start possibly within two weeks time as one of our men would be available then,
It would be necessary that we have a priority in order to purchase some of the
equipment, especially the new recirculating pump and motor. Furthermore, in
order to get the job done quickly, it would be necessary that you obtain, at
leasty, an AA=3 priority as even with a higher rating than this it would require
from 14 to 16 weeks to get shipment on the pump.

Very truly yours,

E. W, Bacharach & Company

(Signed) A, W. Livingston,

The price for furnishing 100 strainers and 100 bushings would be
$44,00 f.0.be Lawbence, and for furnishing the filter sand and gravel the
price would be $63.00 f.o.bs Lawrence. You will note in our letter of re=
commendation that we nemed a price of $847,00. This, of course, is furnishe
ing a complete job and the price named for the strainers, bushings, sand and
gravel would be deducted from the $847.00,

Very truly yours,
- E. W. Bacharach & Company

(Signed) A. W, Livingston.
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|
APPLICATION FOR PREFERENCE RATING WPB Case No.

TO: War PropuctioN Boarp, Nearest Field Office of

ArrN: PD-1A
FOR INSTRUCTIONS.—See page 4 of Original and Triplicate. | DATE IN
1. |

ROUTING

University of Kansas

(Name of Applicant-)

(Number and Street)

3 ¥

(City and State)

TELEPHONE NO. OF APPLICANT: ! FOREIGN CLEARANCE No.
; ' | i R | *'j‘:':..' |

2. Name the specific final produect to be manufactured or produced (or service to be rendered) | 3. Enter reference number if you wish
by the applicant with the item(s) requested on this application. correspondence about this case to

| be so identified.
To provide training in ewimming for students
in the Nawval V-12 progrem.

4. Nature of applicant’s business (such
as mining, manufacturing, laundry,
ete.).

Education

6. Where is item(s) requested to be
delivered? (If for export, give
country of destination.)

d. Describe material or equipment on which a rating is requested in nontechnical terms.
(Do not use trade name. Give approximate composition of alloys.)

1l - 60 gallon per minute centrifugal pump, mosor and
starter.

l = 8" gsuction and pressure hair and lint catcher.

University of Kansas

8. Is this a resubmission of a previous appli- | 9. Item(s) will be secured from

7. How will item %s) requested be used?

Check which) cation for this item which was (Check one)
granted [] denied [] No.
O Incorporated Maintenance o :
in product or repair If so, give: 0 Manufacturer [0 Retailer

DATE FILED

Export

O Wholesale [1 Other
Capital WPB Case No. Distributor (Specify)
equipment stock sontractor
B Operating [0 Other Ear o = Own Stock

supplies (Specify) A ttach original certificate or copy of denied application.

11. If rating is requested to release

madterial restricted by an L or M
order, give:

Rialto Building, ~  ORDER NUMBER
Kansas City, Missowri. -

12. How will produet manufactured, or service rendered, help the war effort or essential civilian needs? (List up to 5 major contracts
affected, where possible.) - . .

Pump and strainer will be used to filter water in nd.ningpobl. K. U. 48 training

500 Navy reserves under the V-12 program. Since swimming is integral part of program,
it is necessary for the hoalth of students that water be kept clean and sanitary.

ADDRESS (Street, City, State)

Page 1—TRIPLICATE—Applicant’s File Copy































































